
NOTE: 
1. ALL IRRIGATION WATER METERS SHARING SERVICE WITH DOMESTIC WATER MUST BE LOCATED PRIOR TO THE DOMESTIC WATER METER. 
2. SHARED SERVICE IRRIGATION WATER METERS SHALL BE LOCATED IN SAME MECHANICAL/UTILITY ROOM AS DOMESCTIC WATER METER, 

ACCESIBLE BY COUNCIL BLUFFS WATER WORKS PERSONEL. 
3. REFER TO LARGE INSIDE METER INSTALLATION STANDARDS FOR INSTALLATION REQUIRMENTS. 
4. IF IRRIGATION METER REQUIREMENTS ARE SMALLER THAN 1.5” REFER TO SMALL METER STANDARDS FOR INSTALLATION REQUIRMENTS. 
5. CONTACT THE COUNCIL BLUFFS BUILDING DIVISION, PLUMBING DEPARTMENT FOR BACKFLOW REQUIRMENTS AND REGULATIONS. 
6.       ALTERNATE DESIGNS MUST BE SUBMITTED FOR REVIEW AND APPROVAL TO THE COUNCIL BLUFFS WATER WORKS, DISTRIBUTION & METER  
          DEPARTMENT PRIOR TO INSTALLATION. 
 
 

COUNCIL BLUFFS WATER WORKS 

SCALE: NONE DATE: 2/10/2010 
FILE NAME: SHARED IRRIGATION METER 
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